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NOTES:

1. ALL DISTURBED AREAS SHALL BE RESODDED OR SEEDED IN
ACCORDANCE WITH THE LATEST ALDOT SPECIFICATIONS FOR
GRASSING OR AS DIRECTED BY THE DEPARTMENT OF
TRANSPORTATION'S DISTRICT MANAGER.

2. ALL TRAFFIC CONTROL SHALL BE IN ACCORDANCE WITH THE
MOST CURRENT EDITION OF PART 6 OF THE MANUAL ON
UNIFORM TRAFFIC CONTROL DEVICES (MUTCD).

3. THE UTILITY AGREES TO ABIDE BY AND FOLLOW THE GUIDELINES
SET FORTH IN THE ALABAMA HANDBOOK FOR EROSION
CONTROLANDSTORMWATERMANAGEMENTON
CONSTRUCTION SITES AND URBAN AREAS. """'

4. ALL MANHOLES, VALVE BOXES, AND HANDHOLES SHOULD BE
MOUNTED FLUSH WITH EXISTING GROUND.

U.S. HIGHWAV 43f / SR-1
... - - (200' RIGHT-OF-WAY) - -

-----""-"--""'""'""" ~~~~"""" """""" " " " " "= EOP = .

. ------- PROPOSED 48" BUTTERFLY VALVE (RJ)
.. ______- . STA=1111+38.11, 27.99'R TO HUNTSVILLE +

1108+00 .- - T1Ö9+00 1110+00 1111+00 1112+00 1113+00 1114+00 111!

6 N FUTURE 48" FW

g ._ ... ... .. �042 T 0 .. p ..... .. PROPOSED 48" DIP WM .... .... ..... PROPOSED 48" ARV

Æ STA=1113+56.65, 28.27 R C-9502

-- POLYWRAF PIPE SS-" Wa -""""""""""""" """"""""""""""" PROPOSED FH ASSEMBLY

GRAVEL DRIVE (TYPICAL) PARALLEL TO NV !N = 001,3g STA=1112+00.00, 58.15'R C-9515 NER PiPE BS DENOTES a SEW OUT = 60
GAS MAIN |NV OUT = 60t27 - ...¡NV. lN = 603 87

REMOVE AND REPLACE 04 POLYWRAP HYDRANT LEAD AND USE ewm d an bæed a wx sp wn
18" RCP EXISTING 14" STEEL mM EEV. = 60R27 - VERTICAL FITTINGS AS NECESSARY TO ww æd n. Sim W om %�523MwrW

GAS MAIN MAINTAIN 12" CLEARANCE FROM GAS MAIN

0 15' 30' 60'

SCALE: 1" = 30'

O
O

1-
1-

Z

O

Z 5 mo ¬ m o

z
O

BID SET

ca

SCALE
HORIZ. 1" = 30'
VERT. 1"=3'

C00 000

<

C00 000
EXISTING GRADE AT

o C ___ _____j______ __ _CENTERLINE OF ROAD

C04 C04 z

002 002
EXISTING GRADE __________ ____ _____ __g _ __ _________ ------- -

0 OVER P ROPOSED PIPE t.u

- COO C00

REMOVE AND REPLACE - - · - ---- -z ------- 18" RCP

z o
Z o

B PROPOSED LO

594 594

___----- O
592 ____..__.---- --- / 592 O_

42' BUTTERFLY VALVE

590 590
z Z

o a e T
I < Ø

00 v° Z Q_ <

O LL

50G 50G

....................... | ...... ........................... Project No.: 200-11740-10003

A Designed By: DNL
°- 504 504

1107+50 110fi+00 110fi+50 1109+00 1109+50 1110+00 1110+50 1111+00 1111+50 1112+00 1112+50 1113+00 1113+50 111<·+00 111<·+50 1116+00 °''"" "Y *°V !
Checked By: JPT

C-2054
Bar Measures 1 inch


