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1 EXP. JT.

. IN WALL #7 x 26'-0" #6@8" O.C.
I s-(Á) IN WALL @ 8" O.C. l.F· E.F. (TYP) #7 x 10'-0" HK DWL'S 615.00 619.00

@ 8" O.C. l.F. T/ FDN

#7 x 12'-0" HK DWL'S
F _UID APPLIED WATERPROOFING #7 x 12'-0" HK DWL'S 1'-8" -1'-6" @ 8" O.C. E.F. -1'-8"

ON CORF IDOR WALL WITH 2'-0" RETURNS @ 8" O.C. E.F. 4.-0 44 -0
AT INTERSECTING WALLS AND SLAUS· C.C.J.

621.00
T/ FDN

I T/CONC n

E (2) #5x4'-0"

CONC. CURB 624' - 0"

/ GUIDE T/CONC L _

l C.C.h. C.C.J.

- #7 x 10'-0" HK DWL'S
I / @ 8" O.C. E.F. (TYP) #6@8" O.C. = p

H.E.F. (TYP) @

#7 x 10'-0" HK DWL'S - PIPE PENETRATION
@ 8" O.C. E.F. (TYP) t SEE PROCESS.

REIN F. BY GRT'G

C.J. .J.

O C.C.J.

#7 x 22'-0"
D @ 8" O.C. E.F.

- #6@12" O.C.
#7 x 12'-0" HK DWL'S / H.E.F. (TYP) 6

IN WALL f- #6@8" O.C. @ 8" O.C. E.F.
& SLAB *�523 / E.F. (TYP)

IN WALL - #6@8" O.C· H E T
37'-4" 10'-8" H.E.F. (TYP)

C

C.J.

B
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A
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i BASIN FOUNDATION
SCALE: 1/8" = 1'-0"
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@ 8" O.C. E.F.

#7 x 12'-0" HK DWL'S ¬
r- #6@8" O.C. @ 8" O.C. E.F. \

E.F. (TYP)

IN WALL ,

PLAN SOUTH G
S-2304

FLUID APPLIED WATERPROOFING O
ON PIPE GALLERY WALL WITH 2'-0" RETURNS O

AT INTERSECTING WALLS AND SLABS. ( YP. 8 PLCS)

C.C. .

615.00
T/ FTG.

N
°

IN SLAB

@ L_ _ _L

624' - 0" C.C. . C.C.J.
T/CONC .

M
® S-2305

18'-0" 6'-6" - (4) #6 E.F. @ 8" O.C.
(TYP. 8 PLCS)

| C.C.J.

F T/ FDN

#7x10'-0" HK DWL'S 624' - 0" STEPPED FTG. 621.00
/ @ 8" O.C. E.F. T/CONC 2'-0" (TYP.)

C.C1. c C.J.

@ 8" . .F· E F Y 615.00
T/ FDN

6 3/8"- - - - - - 32'-6 3/8' (O/O CMU)- - - --O

51'-3 3/4" 33'- ) 3/4"

C
S-2308

MATCH LINE SEE S-2106

FOUNDATION PLAN NOTES:

1. REFER TO S-0001 THRU S-0003 FOR GENERAL
NOTES.

2.
REFER TO G-0003 FOR OVERALL SITE KEY PLAN AND
PROCES AREA LOCATIONS

3.
NOT ALL HORIZONTAL WALL REINF IS SHOWN FOR
CLARITY. SEE SECTIONS FOR ADDT'L INFORMATION.

4.
HORIZONTAL WALL REINF DETAILS ARE TYPICAL AT

5. SIMILAR CONDITIONS.

PIPE GALLERY SLAB/GRATING DESIGN LIVE LOADS:
= 8,000lb FORKLIFT WHEEL
= 300 psf UNIFORM

LEGEND

8" CMU WALL, RE: S-2106

12" CMU SOUND BLOCK, RE: S-2106

INDICATES 12" CMU W/ #6 VERT. CTR'D IN
GROUT FILLED CELLS @ 32" O.C. MAX.,
CORNERS, AND INTERSECTIONS U.N.O.
OPENING< 4'-0" SHALL RECEIVE (2) # 6 EA.
SIDE. OPENINGS > 4'-0" SHALL BE
REINFORCED AS SHOWN ON PLANS

S-S DENOTES STEPPED FOOTING, SEE 5/ S-9503

G-1 INDICATE SPAN DIRECTION OF HEAVY DUTY
TRAFFIC GRATING 5"x5/16" @ 1 3/8" O.C.
(HOT DIPPED GALV.)

M.C.J. INDICATES MASONRY CONTROL JOINT

C.J. INDICATES CONSTRUCTION JOINT. RE: TYP
DTL'S S-9501

C.C.J. INDICATES CRACK CONTROL JOINT.
RE: TYP DTL'S 4/S-9503

INDICATES WATERTIGHT CONSTRUCTION JT.
TYPE, RE: S-9501

CHEMICAL FEED OPERATION'S

FLOCC/SED BASINS

KEY PLAN

O 4'-0" 8'-0" 16'-0"

SCALE: 1/8" = 1'-0"

e - <

LLI

LLI

BID SET

Z
O

l-
<

<

l- Z --
° od Ø o

<n U)
LU Z 00

oZZ

0 Z

5 0:5<c < a-o
LL OZ

LLID
o mo

LL

Project No.: 200-11740-10003

Designed By: JLB

Drawn By: BRF o
F-

Checked By: CDC
o
|-

S-2102
O

Bar Measures 1 inch


