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m WWF 6x6-W2.0xW2.0

m 8" CONC SLAB W/ #5 @

8" CMU, SEE PLAN

r- DRAIN, SEE PLAN 1 1/2" RIGID INSULATION

3/8" FLOOR -- CTR (6) #3 TIES @ 4" O/C
FINISH, SEE ARCH - / - 1 EXP. JT.

T.O.S = 638.58 /--\ /--

#5 L-BARS @ 12" O/C -

STEEL BM, SEE PLAN / T-0"
CONT. 12x24 CONC BM.
W/ (3) #6 TOP & BOT W/

SCHE U E - CONT. 12x24 CONC TIE BM W/ #3(T1) TIES @ 10" O/C
(2) #6 TOP & BOT W/ #3 (T2)

E 12" CMU, SEE PLAN -- TIES @ 24" O/C BETWEEN
,-- --r- OPENINGS & 10" O/C OVER

OPENINGS

4" BOND BREAKER

6" BRG.---

METAL DECK, SEE PLAN

D FLOOR
639.00 �042

POCKET CMU
AS REQ'D

JOIST, SEE PLAN -

Z

BOND BM W/
(2) #5 CONT.

VENEER, SEE ARCH

12" CMU, SEE
PLAN FOR REINF.

ADHESIVE ANCHOR
L3x3x3/8 CONT. W/ 3/4"
THREADED ROD @ 24"
O/C (6"EMBED)

BOND BM W/
(2) #5 CONT.

3/8"x6"x8" WIDE EMBED
PLATE W/ (2) 1/2"x6" HSA

12" SOUND BLOCK
(8" struct, 4" accust)

12x8 BOND BM W/ (2) #5 CONT.

4
VENEER, SEE ARCH __

- 12" CMU, SEE PLAN FOR REINF.

OO_R_ ____ _ _ ____ _

12x8 BOND BM, W/
(2) #5 CONT. -

= s

12" SOUND BLOCK
(8" struct, 4" accust) -

- ADHESIVE ANCHOR
L6x4x3/8 CONT. W/ 3/4"
THREADED ROD @ 24"
O/C (6"EMBED)

JOIST, SEE PLAN -

BID SET

A COVERED WALK FLOOR SLAB SECTION B BLOWER BLDG - JOIST BRG c BLOWER BLDG - DECK SUPPORT
S-2103 SCALE: 3/4" = 1'-0" S-2107 SCALE: 3/4" = 1'-0" S-2107 SCALE: 3/4" = 1'-0"

- METAL ROOF DECK,
/ SEE PLAN

3'-0"

D
CONT 18 GA (G60)
FASCIA BY TRUSS

MFR (TYP.)

CFS TRUSS BY MFR.

16" BOND BM, W/ (2) #5 CONT. (T& B)

BRICK VENEER, SEE ARCH

CMU WALL, SEE PLAN -

C

CONNECTION TO EMBED PLATE BY
CFS TRUSS MFR, REFER TO
GENERAL NOTES AND PLANS FOR
UPLIFT AND SHEAR LOAD
REQUIREMENTS

1/2" x 6" x O'- 9" EMBEDED PLATE
W (2) 1/2"x6" HSA @ EA. TRUSS

D TRUSS BRG.
S-2108 SCALE: 3/4" = 1'-0"

CONT 3/8"x10" EMBED
PL W/ (2) 1/2"x6" HSA

@ 24" O/C - / �042�042

CONT. CONC. TIE BEAM -
W/ (2) #5 CONT. (T. & B.)

SEE DETAIL 5-S9505 FOR/
RAKE WAI,I

CONSTRUCTION

CMU WALL, SEE PLAN -

3-ROWS (MIN)
CONT. CFS X-
BRIDGING BY
TRUSS MFR - Ñ-

CFS TRUSS, SEE
PLAN (TYP.)

12x16 BOND
BEAM W/ (2) #5

CONT. (T&B)

F TRUSS @ RAKE

L4x4x1/4 CONT. EA. FACE
W/ 3/4" DIA EXP. BOLTS @
24" O.C.; FASTEN CFS
TRUSS TO SUPPORT.
STAGGER BOLTS EA. SIDE

S-2110 SCALE: 3/4" = 1'-0"

r- CONT. 3/8"x8" EMBED PLATE W/
(2) 1/2"x6" HSA @ 24" O/C

2ND FLOOR
63

BOND BM W/ (2) #5 CONT.

CMU WALL, SEE PLAN

METAL ROOF
DECK, SEE PLAN 2'-5 7/8"

CONT 18 GA (G60)
/ FASCIA BY TRUSS

MFR (TYP.)

-TRUSS BRG
649.00

CONNECTION TO EMBED PLATE .
BY CFS TRUSS MFR, REFER TO CFS TRUSS BY MFR.

GENERAL NOTES AND PLANS FOR
UPLIFT AND SHEAR LOAD ?

REQUIREMENTS . N

1/2" x 6" x0'-9" EMBEDED PLATE
W (2) 1/2" x 6" HSA @ EA. TRUSS

O

CONT 12x24 CONC BEAM W/ (3) #6 TOP 0-
1'-0" & BOT W/ #3 TIES @ 10" O/C

LLI

G 2ND FL LOAD BRG. CMU H TRUSS BRG. ON CONC BM
S-2107 SCALE: 3/4" = 1'-0" S-2108 SCALE: 3/4" = 1'-0"

LU|--
<

COMPOSITE METAL
DECK, SEE PLAN o

5/8" DIA. PUDDLE WELDS @ 6" O.C.

B 2ND FLOOR

8"x16" CONC. TIE-
BM. W/ (2) #5 TOP

& BOTAND#3
STIRR. @ 24" O.C.

L4x4x3/8" CONT. W/ 3/4" DIA. EXP.
ANCHORS @ 24" O.C. STAGGER
BOLT LOC'S EA. SIDE OF BEAM

o
O

o

-- RAILING, SEE ARCH

COMPOSITE
DECK, SEE PLAN ¬

-- CONT. L5x5x3/8 W/
3/16 2-8 1/2"x5" HSA @ 12" O/C

STEEL BM, SEE PLAN

J 2ND FL LOAD BRG. CMU K 2ND FL EDGE BEAM
S-2107 SCALE: 3/4" = 1'-0" S-2107 SCALE: 1" = 1'-0"

O

O

2 COMPOSiTE METAL
DECK, SEE PLAN

2ND FLOOR
639.00

STAGGER
3/16 2-6

1/4" x 12" LONG
BENT PLATE -

FLOOR BEAM, SEE PLAN

8 1/2"

- 8" CONT BOND BM
W/ (2) #5

M
S-2310

SIM

L CMU BELOW FLOOR BEAM
S-2107 SCALE: 1" = 1'-0"

<

639

STAGGER - LU
3/16 2-6 <

o u F- U) Z
/ 3_ LLI <

1/4" BENT PLATE - O Z

8" CONT BOND BM § æ O
W/ (2) #5 - - Ü-

1'-0" , 1 Z O

l..LI
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Bar Measures 1 inch


