
1 2 3 4 5 6 7

( E )

COL, SEE PLAN -

CAP SECURED W/ CURTAIN WALL,
F 4'x1/2 CLIPS @ SEE ARCH -

4'-0" O/C, SEE ARCH -

CONT. L6x6x3/8 (HDG);
8" BOND BM. FASTEN W/ 3/4" (SS)

W/ (1) #5 CONT ADHESIVE ANCHOR @
24" O/C (6" EMBED) -

8" CMU W/#5 @ 48" - == - - ¬ - - r 12X20 PIER (P2) w/ 4#7
O/C (GROUTED CAP, SEE ARCH - VERT. DOWELS & #3

SOLID) 1" NON-SHRINK TIES @ 12" O.C.;

FINISH GRADE, - = GROUT - - . CONT. WALL REINF
SEE CIVIL THRU PIER

2 TIES WITHIN
_ _ TOP 5" OF PIER - FIN FLOO

623.00

GROUT SOLID - - - - -
BELOW GRADE - -~ - -

#5 @ 12" O/C - SEE PLAN &

2'-0" SCHED. FOR FTG.
SIZE & REINF.

( E )

T

- 8" BOND BM.
_�042_] j._�042_} W/ (1) #5 CONT

NOTE: SEE A / S-2311
FOR ADDTIONAL INFORMATION

= = 6" 8" , - #5 @ 12" O/C, E.F.

_ _ FIN FLOOR
623.00

GROUT SOLID - -
BELOW GRADE -

= =

_ . __ _ T/ FTG
621.00

( 9 )
- HSS COL, SEE PLAN

- 12" CMU

- VENEER, SEE ARCH

- #8 @ 12" O/C E.W., E.F.

FILTER TR

6'-0"

r-- COMPOSITE DECK,
SEE PLAN

STEEL BM, SEE PLAN

3/16

2-TON MANUAL HOIST,
SEE SPEC.

CONT.
- WT10.5X22

BID SET

A CURTAIN WALL SECTION B CURTAIN WALL SECTION M SECTION D HOIST SECTION
S-2106 SCALE: 3/4" = 1'-0" S-2106 SCALE: 3/4" = 1'-0" SCALE: 3/4" = 1'-0" S-2107 SCALE: 1" = 1'-0"

D 1/4 3-12

1/2"x5"x8" EMBED PL
w/ (2) 1/2"X5" HSA

(5" GA.) @ 2'-0" O.C. -

L4x4x3/8 CONT. -
W/ 1/2"x5" HSA @

24" O.C. (TYP.)

EMBED PL, SEE
SCHEDULE

C 1/4

L4x4x3/8 E.F.

Z
Z BRICK VENEER, SEE ARCH
Z

= 7 8" CMU

Z

1#5 E.F. MID-DEPTH (CONT.)

CONT. 12x32 CONC. TIE BEAM W/
(3) #6 TOP & BOT W/ #3 (T2) TIES
@ 24" O/C AND 10" O.C. BETWEEN
OPENINGS; REDUCE BEAM
DEPTH TO 24" AT MECH
OPENINGS AS REQ'D

12" CMU

CMU LINTEL, SEE SCHEDULE

( A )
r-- COMPOSITE METAL

DECK, SEE PLAN

° °
° ° FLOOR BM, SEE PLAN

O O

1/4 3-12
STAGGER

1/4 3-12

GIRDER, SEE PLAN -

1/4 3-12

L4x4x3/8 CONT. W/ 1/2"x5" -
HSA @ 24" O.C. (TYP.)

COMPOSITE METAL
DECK, SEE PLAN -

EMBED PL, SEE
SCHEDULE

1/2"x5"x8" EMBED PL
= w/ (2) 1/2"X5" HSA

- (5" GA.) @ 2'-0" O.C.

2ND FL

O

°
- 8x24 CONC TIE BEAM W/ (2) #5

° TOP & BOT W/ #3 (T2) TIES @
24" O/C BETWEEN OPENINGS &

.*/ 10" O/C OVER OPENINGS

WT10.5X22

1/4 3/13

1/4 3-12

COMPOSITE METAL
DECK, SEE PLAN

L4x4x3/8 CONT. - .
W/ 1/2"x5" HSA

@ 24" O.C. (TYP.)

STEEL BM,
SEE PLAN

- 1/2"x10"x10" EMBED PL
w/ (4) 1/2"X5" HSA
(6"X6" GA.) @ 2'-0" O.C.

2ND F

8x24 CONC TIE BEAM W/
(2) #5 TOP & BOT W/ #3
(T2) TIES @ 24" O/C
BETWEEN OPENINGS &
10" O/C OVER OPENINGS

O

- CONFIRM CLEARANCE
W/ HOIST MFR.

E MONORAIL BRG. F HOIST BEAM @ SPLICE e ELEVATOR SECTION H ELEVATOR SECTION
S-2107 SCALE: 3/4" = 1'-0" S-2107 SCALE: 3/4" = 1'-0" S-2107 SCALE: 3/4" = 1'-0" S-2107 SCALE: 3/4" = 1'-0"

- x- CMU WALL, SEE PLAN
B FOR SIZE & REINF.

E W E 62

Z '-

O

N -,--
. . TPER WATERSTOP

(TYP) ¬

2 A

9" 1'-0" 6'-3" 1'-0" 9" #5 @ 12" O/C

J ELEVATOR PIT
S-2106 SCALE: 1/2" = 1'-0"

4
1/4 3/13

1/2"x5"x8" EMBED PL
\× _4r 8" CMU 2 w/ (2) 1/2"X5" HSA (5"

/ GA.) @ 2'-0" O.C.
1/2"x5"x8" EMBED PL 1/2"x10"x10" EMBED PL __ 7
w/ (2) 1/2"X5" HSA w/ (4) 1/2"X5" HSA 7

1/4 3-12 = (5" GA.) @ 2'-0" O.C. (6"X6" GA.) @ 2'-0" O.C.

7 2ND FLOOR
COMPOSITE METAL DECK,

- SEE PLAN °
--- 1#5 E.F. MID-DEPTH (CONT.) °

7 L4x4x3/8 CONT. W/ 1/2"x5" °
L4x4x3/8 CONT. o HSA @ 24" O.C. (TYP.) O

W/ 1/2"x5" HSA @ c CONT. 12x32 CONC. TIE BEAM -
24" O.C. (TYP.) W/ (3) #6 TOP & BOT W/ #3 (T2)

TIES @ 24" O/C AND 10" O.C. 1#5 E.F. MID-DEPTH (CONT.) -
BETWEEN OPENINGS; REDUCE
BEAM DEPTH TO 24" AT MECH
OPENINGS AS REQ'D

EMBED PL, SEE F CONT. 12x32 CONC. TIE BEAM W/ (3)#6
SCHEDULE -- - TOP & BOT W/ #3 (T2) TIES @ 24" O/C

AND 10" O.C. BETWEEN OPENINGS; EMBED PL, SEE SCHEDULE
REDUCE BEAM DEPTH TO 24" AT

MECH/ARCH OPENINGS AS REQ'D

12" CMU

K LOAD BRG. CMU L LOAD BRG CMU @ LOBBY
S-2107 SCALE: 3/4" = 1'-0" S-2107 SCALE: 3/4" = 1'-0"

<

Z
( 9 ) 5 z

o <
CD Z d --

r-- CANOPY, SEE ARCH - O

T/ STL. C

635.78

O z
HSS4X4X1/4 Z

HSS8X8X1/4

CURTAIN WALL, SEE ARCH

Project No.: 200-11740-10003

Designed By: JLB

Drawn By: BRF 8
F-

Checked By: CDC
e
|-

M CANOPYSUPPORT
S-2107 SCALE: 1" = 1'-0"

O

Bar Measures 1 inch


