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. . 12" CMU

MUFFLER PIPE SUPPORT
· · LOADS, SEE PLANS

12x24 CONC. BEAM w/
(3) #6 BOT, (2) #5 TOP &
MID, AND #3 STIRRUPS
@ 10" O.C.

OVERHEAD DOOR

D
S-8303

#6 @ 12 E.W.
- - - ¬. TOP & BOT.

HK TOP BARS (TYP.)

- - - GENERATOR BASE

H
S-8303
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Y CFS TRUSS CFS TRUSS

8x24 CMU LINTEL

MUFFLER SUPPORT LOADS, z
SEE PLANS o

OVERHEAD DOOR

12"x24" CONC. BEAM CONT. -\ - - - 8" CMU
ACROSS ALL LOUVER OPNG'S

W/ 16" BRG. EA. END - REMOVABLE LOUVER
& FRAMING BY MFR. 12" CONC SLAB ARCH

RE: PLAN FOR REINF. o

T/ SLAB

- HK. TOP SLAB
#6 x 5'-0" HK'D 24" CONC BM. (BEYOND) BARS (TYP.)
DWLS @ 12"O.C.

FLUID APPLIED . . (TYP )

. G U CONC COL. (BEYOND)

S-8303 . . #6 @ 12" E.W., E.F. (TYP.) 1'-0" (TYP.)

#7 @ 12" E.W., +
TOP & BOT

T/ CONC (CRAWL) l-

1/2" ISO. JT. (TYP.) . . 599.08

FLUID APPLIED O.. Z
8" CONC. SLAB . W.P. MEMBRANE

10 MIL VAPOR BARRIER Z
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Bar Measures 1 inch


