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- VERIFY WITH JOINT SEALANT
MANUFACTURER

3/4" 4-

- JOINT

USE CHAMFERED EDGES
ON VERTICAL FORMED - FOAM BACKER ROD

SURFACES (WALLS, ETC.) - SEALANT I

USE ROUNDED EDGING TOOL
ON HORIZONTAL FLOATED - SEALANT

SURFACES (SLABS, ETC.) - 3/4"
- FOAM BACKER ROD - -- -- - - -

BEAM WALL COLUMN/PEDESTAL

VERIFY WITH JOINT SEALANT
MANUFACTURER

E

- JOINT

_ __ NOTE:
Ñ - - CORNER BARS TO BE THE SAME SIZE AND

SPACING AS HORIZONTAL REINFORCEMENT.
HORIZONTAL REINFORCEMENT MAY BE
FABRICATED WITH EQUIVALENT BENT ENDS IN
LIEU OF CORNER BARS AS SHOWN. PROVIDE
CLASS "B" TENSION LAP SPLICE ON ALL MAIN
REINFORCEMENT (TYP.)

LAP SPLICE I I

CORNER

STD. HOOK (TYP.)

INTERSECTION

STOP ALL BARS
2" FROM GROOVE - -- CONC. WALL )

V-GROOVE - -- M- @ 12 O£.

- KEYWAY
SEE STANDARD DETAIL

NOTE:

1. MAX. CONST. JT. SPACING = 60'-0" O.C.
2. A CONSTRUCTION JT. SHALL BE LOCATED WITHIN 15'-0"

OF A WALL CORNER.
3. ADJACENT WALL POURS SHALL BE DELAYED 2 DAYS MIN.

TO ALLOW CURING OF PREVIOUS POUR.

BID SET

1 CONTROL JOINT SEALANT 2 CHAMFER DETAILS 3 WALL CORNERS @ BLDG WALLS 4 CONSTRUCTION JOINT @ BLDG. WALLS
SCALE: 1 1/2" = 1'-0" SCALE: 3/4" = 1'-0" SCALE: 3/4" = 1'-0" SCALE: 1 1/2" = 1'-0"

40 BAR

DIA. LAP
JOINT SEALANT (BOTH SIDES OF TOOL OR BEVEL CONC. EDGE

WALL, TOP SIDE OF SLAB) USE ADD CORNER BAR
BOND BREAKER BETWEEN FILLER / TO MATCH WALL - (1) #5

AND SEALANT -x / l- #5 x 24" ROD 12" C/C REINFORCEMENT -
/ GREASE ROD INSIDE STOP ALL BARS

D CONC. WALL \ 1/2" / 2" FROM GROOVE - -- CONC. WALL 4-- LONGITUDINAL
OR SLAB m 2" BARS SAME SIZE

AND SPACING AS
-- FOOTING BARS

PLAN AT FOOTING CORNER
e e e

.e DIA. LAP
WALL FOOTING b Z

REINF. CONT. THRU - -
/ COLUMN FOOTING - >

ADD CORNER BARS z

COLUMN FOOTING - - ' TO MATCH REINF.
2" 2" REINFORCEMENT -

PVC SLEEVE WITH END CAP / - - - -
V-GROOVE #4x3'-0" @ 12" O.C.

EXPANSION JOINT FILLER - STOP ALL BARS 2" FROM JOINT RIE SL 2' - 0"
BOTTOM OF FOOTING ,( / o_

NOTE: LOCATE WHERE SHOWN ON DWG'S NOTE: LOCATE AT 15'-0" O.C. (MAX.) EQUALLY SPACED BTWN. CONSTRUCTION JOINTS PLAN COLUMN PLAN AT FOOTING

FOOTING TRANSITION INTERSECTION

5 EXPANSION JOINT @ BLDG. WALLS e CONTROL JOINT @ BLDG WALL 7 TYP. FOOTING INTERSECTIONS 8 STEPPED FOOTING DETAIL
SCALE: 1 1/2" = 1'-0" SCALE: 1 1/2" = 1'-0" SCALE: 3/4" = 1'-0" SCALE: 1/2" = 1'-0"
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SLAB - EQUIP COLUMN AND
SEE CIVIL GROUT PAD (4 PLCS)

2' - 6" 5' - 0" 2' - 6"

10' - 0"

PLAN VIEW

EQUIP SUPPORT COLUMNS,
RE: PROCESS DWGS

<
- ANCHOR BOLT DESIGN

#6@10" O.C. E.W. BY EQUIP. MFR.
TOP, HOOK ENDS

GRADE

#5@12" O.C· 6" CLEAN COMPACTED
E.W. BOT GRANULAR FILL

SECTION VIEW

9 PAC EQUIPMENT PAD (1 REQ'D)
SCALE: 1/4" = 1'-0"
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Project No.: 200-11740-10003
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Bar Measures 1 inch


