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NOTE:
F ADDITIONAL REINFORCEMENT

TO BE PLACED AT ALL INSIDE
CORNERS IN SLABS J+

CONTROL JOINT ¬

(3) #4 BARS @ 3'-0"
LONG EA. SIDE TYP.

C.M.U. WALL

PROVIDE (2) ADD'L #5x5'-0" LG
AS SHOWN WHEN SLAB REIF.

IS W.W.F. ' - 6" 1' - 6" 1' - 6" 1' - 6"
(3) ADD'L #5 BARS

x5'-0" LG. PER
LAYER OF SLAB

ISOLATION E o ©
JOINT MATERIAL 1/2" 8" LAP

SLAB /

TERMINATE / WELDED WIRE FABRIC
REINFORCING AT / SEE PLAN

ISOLATION JOINTS
ISOLATION

JOINT MATERIAL ISOLATION JOINT TYPICAL LAP

1/2"

SLAB ¬ - SEE SPEC. FOR JOINT KEY , r- SAW CUT OR SAW CUT OR 1/8"
FILLER & SEALER / PLASTIC INSERT PLASTIC INSERT
REQUIREMENTS SLAB

- BID SET
3/4" MIN. < W µ«w

1 1/2" MAX. A B di
STOP BAR FROM JOINT - ER N

CONTROL JOINTS
SLAB TO WALL
ISOLATION JOINT

CONSTRUCTION JOINT CRACK CONTROL JOINT (CCJ)

NOTE: NOT FOR WATERTIGHT CONSTRUCTION

1 REINF. SLAB RE-ENTRANT CORNER 2 SLAB REINF. AT DOOR OPENING 3 SLAB TO WALL ISOLATION JOINT 4 TYP. SLAB DETAILS
SCALE: 1/2" = 1'-0" SCALE: 1/2" = 1'-0" SCALE: 1" = 1'-0" SCALE: 3/4" = 1'-0"

(16) #6 DIAG. BARS x4'-0" REINF. - (16) #6 DIAG. BARS
LONG PLACE AS SHOWN INTERRUPTED BY / PLACE AS SHOWN.

(TWO EACH FACE) OPENING (TYP.) / (TWO EACH FACE)

OPENING
OPENING

DISCONTINUE REINF. @ OPENINGS &
PROVIDE ADD'L BARS W/ AREA EQUAL
TO INTERRUPTED REINF. PLACE 1/2 EA.
SIDE OF OPNG. - 2 BARS MIN. (TYP.)

NOTE:
C WHERE REQ'D. LAPS ARE NOT POSSIBLE DUE

TO PRESENCE OF ADJACENT HOLES OR
CORNERS, PROVIDE STANDARD END HOOK

INFILL CONCRETE

SLAB CONTROL - COLUMN
JOINTS ON COLUMN SLAB

LINES (TYP)
SEE PLAN

-- SOLAT ON JO NT
(BOND BREAKER)

6 COL. ISOLATION JOINT
SCALE: 3/4" = 1'-0"

8" CMU -

WALL REINF.,
SEE PLAN FOR

REINF.

DOWELS TO MATCH -x
WALL REINFORCEMENT

2'-0" MIN. PROJECTION

W W F (CONT ) - - #5x5'-0" LONG @ 12" O C

CRUSHED STONE - (3) #5 CONT

#4 BAR @ 18" O C -

THICKENED SLAB
SCALE: 3/4" = 1'-0"

r It. FLOOR DRAIN

4' - 0"

- CONCRETE
2' - 0" 2' - 0" SLAB, SEE PLAN

VAPOR BARRIER

-- CRUSHED STONE

NOTE: SET DRAIN ELEVATION TO RECEIVE FLOOR FINISH.
SEE ARCHITECTURAL AND MECHANICAL DRAWINGS FOR
SIZE AND LOCATION OF FLOOR DRAIN
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DETAIL FLOOR DRAIN
SCALE: 3/4" = 1'-0"

5 REINF. STEEL @ OPENING
SCALE: 1/4" = 1'-0" EQUIPMENT LENGTH 'X' + (2'-0")

8" U.N.O.

3/4" CHAMFER CLR. (TYP.)

#4 DWL @ 18" O.C.

3/4" CHAMFER 1 1/2"
CLR. (TYP.)

2- #4 -

A

- #4 DWL @ 18" O.C.

9 CONCRETE CURB DETAIL
SCALE: 1 1/2" = 1'-0"

COORD OPENINGS WITH
EQUIP MFR. AS REQ'D

MAX. EQUIP LOAD = 5,000LB

o·· 2' 0"

L_ ___ _ _ _ _ _ ____ _ _ _ _ _ ___ _ _ J

PLAN ADD (2) #4 EA. SIDE
OF OPNG'S >1'-6"

3/4" CHAMFER

IN SHED # @12" O.C.' B S TY

6' HED
8" STONE

T - #4 CONT. W/ N
CORNER BARS REFER TO CIVIL (TYP.) - -

10 EQUIPMENT PAD (LIGHT)
SCALE: 1/2" = 1'-0"

<

COORD OPENINGS WITH
EQUIP MFR. AS REQ'D

MAX. EQUIP LOAD = 15,000LB

PLAN ADD (2) #5 EA. SIDE
BROOM FINISHED - OF OPNG'S >2'-0"

3/4" CHAMFER

ALL EDGES #5@12" O.C., EW
TOP & BOT

- - 6" CRUSHED -
STONE COMPACTED SUBGRADE,

REFER TO CIVIL (TYP.)

11 EQUIPMENT PAD (HEAVY)
SCALE: 1/2" = 1'-0"

<

LLI

Z

Project No.: 200-11740-10003

Designed By: JLB

Drawn By: BRF 8

Checked By: CDC
a>
l-

S-9503 i
O

Bar Measures 1 inch


