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VERTICAL REINFORCEMENT
EACH SIDE OF C.J.
(FULL HEIGHT OF WALL)

GROUT CORES EACH SIDE OF C.J. >

CMU

STANDARD SASH BLOCK

E
PRE FORMED PVC JOINT GASKET

SEALANT

NOTE:

1. MAXIMUM MASONRY CONTROL JOINT SPACING 25'-0" o/c
2. BOND BEAM HORIZ REINF IS CONTINUOUS THROUGH CONTROL JT.
3. COORDINATE CONTROL JOINT LOCATIONS WITH ARCHITECT.
4. PROVIDE DOWELS IN FOUNDATION TO MATCH VERTICAL BARS

VERTICAL REINF LAP
IN GROUTED CELL, SEE SCHEDULE

FULL HEIGHT -

1/4" GAGE HDG
MASONRY STRAP -- N

ANCHOR @ 4'-0" O.C. o+

WIRE LAYTHE, SHEET 1/2"
VERTICAL REINF· METAL OR FELT NOT

IN GROUTED CELL, PERMITTED ,
FULL HEIGHT -

RAKE OUT MORTAR
AND CAULK 3

EMBED BENT ENDS
INTOGROUT
FILLED CORES

TOOTHED INTERSECTION NON TOOTHED INTERSECTION

BOND BEAM INTERSECTION

VERTICAL REINF. LAP
IN GROUTED CELL' SEE SCHEDULE

FULL HEIGHT ,

/_.__....I |_/_J F

CORNER BARS
SAME SIZE AS
BOND BM. REINF.

VERTICAL REINF.
IN GROUTED CELL,

VERTICAL REINF· FULL HEIGHT ¬ /- MORTAR IN FACE SHELL
IN GROUTED CELL,
FULL HEIGHT

BOND BEAM CORNER 8" CMU TOOTHED CORNER 12" CMU TOOTHED CORNER

WIRE LATHE OVER CMU BOND BEAM OR °
NON GROUTED CELLS, CONC. TIE BEAM AT FLOOR
SHEET METAL OR FELT OR ROOF LINE, UNO.
ARE NOT PERMITTED.

HORIZ. REINF.
WALL REINF. SEE CONT. THRU C.J.
PLAN FOR SIZE AND O u_
SPACING

HOOK ENDS REINF. AND GROUT
8" MAX (TYP.) SOLID AROUND OPN'G

CMU LINTEL,
SEE SCHED,
THIS SHEET -

CONC. TIE COL., 24" MIN OR
SEE PLAN - 0 BAR DIA.

- 8" OR 12" BOND
BEAM SILL
W/ (2)#5 BARS - C.J.

CONT. JAMB
REINF, SEE
SCHED (TYP.) FDN,

SEE PLAN

NOTE: PROVIDE HORIZONTAL JOINT REINFORCING AT 16" O/C SPACED VERTICALLY

BID SET

1 MASONRY CONTROL JOINT 2 TYP. MASONRY INTERSECTIONS TYP. CMU WALL REINF.
SCALE: 3/4" = 1'-0" SCALE: 1/2" = 1'-0" SCALE: 3/16" = 1'-0"

D

O

2-BARS

o

C
1-BAR CTR'D

GROUT SOLID

16" OR 20" NOMIN; sL

2" CLR.

/- #3 TIES
. @ 8" O.C.

/ 4#6 VERT.
MC12X16 or MC12X20

24" NOMINAL

#3 CROSS
y_ TIES @ 8"

#3 TIES @
8" O.C.

MC12X24 6#7 VERT.

4 TYP MASONRYJAMBAND COLUMN
SCALE: 1 1/2" = 1'-0"

MASONRY LINTEL SCHEDULE LOOSE LINTEL SCHEDULE (BRICK)

MARK SIZE (WxD) CLEAR SPAN* REINF. NOTES SIZE CLEAR SPAN 'L'

L1 8x8 UP TO 3'-4" (2) #4 BOT. -5 x 5 x 3/8 l_ < - 8'-T

L2 8x16 3'-4" TO 4'-8" (2) #5 T & B

L3 8x24 4'-8" TO 6'-8" (2) #6 T & B

L4 12x8 UP TO 4'-0" (2) #5 T & B

B L5 12x16 4'-0" TO 8'-0" (2) #5 T & B

L6 12x24 8'-0" TO 12'-0" (2) #6 T & B PROVIDE #4

L7 12x24 12'-0" TO 14'-0" (2) #8 T & B STIRRUPS @ 8" O.C.

BRICK VENEER,
SEE ARCH

L 6 x 6 x 3/8 FASTENED TO ,,
LINTEL W/ 3/4" ADHESIVE L > 8'-0
ANCHORS @ 24" O.C.

LOOSE LINTEL NOTES:

1. 8" MIN. BEARING EACH END. (ALL EXPOSED LINTELS TO
BE GALVANIZED AND PAINTED, SEE ARCH.)

8" OR 12" BOND BEAM

GROUT FILL AFTER MORTARED
E CMU ATTAINS SUFFICIENT

STRENGTH (MORTAR - #3 STIRRUPS W/ 180 DEG
SLUSHING NOT PERMITTED) - HKS @ 8" FOR MASONRY

LINTELS > 8" DEEP, U.N.O.

3/4" DIA. (HDG) ADHESIVE
ANCHORS (6" EMBED) @ 24"

O.C. FOR ALL MASONRY
OPENINGS > 8'-0"

8" OR 12" LINTEL BLOCK

A BRICK LINTEL, SEE
SCHEDULE; TRIM HORIZ.

LEG 1/2" CONT. FOR L6X6
MEMBERS

ALTERNATE HOOK
CONT REINF. TOP AND -

BOT, SEE SCHEDULE

MASONRY LINTEL NOTES:

1. LINTEL MUST BE SHORED UNTIL MORTAR
AND GROUT ATTAIN DESIGN STRENGTH.

2. SPECIAL INSPECTOR MUST VERIFY PROPER
REINFORCEMENT PLACEMENT PRIOR TO
GROUTING, AND VERIFY PROPER GROUT
PLACEMENT.

3. MASONRY LINTELS SHALL HAVE A MINIMUM
BEARING OF 8", U.N.O.

4. MASONRY LINTELS SHALL NOT SPAN
FURTHER THAN SPECIFIED IN THE TABLE
U.N.O ON PLAN.

5. SHEAR TIES SHALL HOOK AROUND TOP AND
BOTTOM REINF. ALTERNATE LEG

6. LINTEL REINFORCING SHALL EXTEND
OUTSIDE THE OPENING FORTY (40) BAR
DIAMETERS, EACH DIRECTION.

5 MASONRY LINTEL CHART
O

SCALE: 3/4" = 1'-0"

ROOF DECK

REINFORCED CONCRETE TO
MATCH ROOF SLOPE

CMU SHEAR WALL OPTION 1

3/8"x5" EMBED PLATE CONT.
W/ 5/8" DIA.x 5" LONG
HEADED STUDS @ 16" O.C.

CONCRETE TO MATCH
ROOF SLOPE

- #3 TIES @ 12" O.C.

(2) #5 CONT.
T&B

ROOF DECK

16" BOND BEAM W/
(2) #5 CONT. TOP + BOT

CUT BLOCK

3/8"x5" EMBED PLATE CONT.
W/ 5/8" DIA. x 5" LONG
HEADED STUDS @ 16" O.C.

ROOF DECK

16" BOND BEAM
W/ (2) #5 CONT. TOP + BOT

CUT CMU

CMU SHEAR WALL OPTION 2
NOTE:
OPTION 1 OR 2 TO BE USED AT

6 RAKE WALL DETAIL CONTRACTORCHOICE

SCALE: 3/4" = 1'-0"

2" CLR. 2" CLR.
EQ. EQ. (U.N.O.) (U.N.O.)

- t --- = - VERT. REINF - - ~ - -

IN FILLED CELL

- 8" OR 12" CMU - z

O

SECTION - REINF. CTR'D SECTION - REINF. EA. FACE

7 TYP. CMU REINF. DETAIL
SCALE: 1 1/2" = 1'-0" - ------ -
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Bar Measures 1 inch


