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4" DRAIN LINE, REFER 4" DRAIN LINE, REFER
TO D-0101 FOR TO D-0101 FOR

2" PEX PIPE GAS PIPE CONTINUATION CONTINUATION GAS METER

TO GENERATOR ( ) O" O 5,240 MBH TOTAL
-lWH-1 DEMAND @ 2 PSI

E 2" GAS LINE DOWN . IWH-1 4

FLUORIDE
METERING UH ""'*" 2"ø

PUMPS 3 ø
| C102

FLUORIDE 1-1/4" GAS

| C103 ---- -2"ø
GENERATOR; REFER TO

E-0101 FOR EXACT

- -3/4"ø· - ALUM ROOM GENERATOR

FPH 3/4" DOWN TO HB AND | C101 3/4" DOWN TO HB AND
RACK, REFER TO RACK, REFER TO

DETAILS 5&6 ON D-9502 3"ø IWH-1 . DETAILS 5&6 ON D-9502 3"ø IWH-1

HYDROCHLORITE A
POLYMER & ROOM

SODIUM | C100
THIOSULFATES

| C104

2" GAS 3"ø 3"ø
PIPINGUP

RH-2-8
3"e 3"ø O '

PARTS
. . . M110 |

Al RH-2-6 RH-2-2
C10 RH-2-5C RH-2-7 p RH-2-4 .

REFER TO D 01 1 OF 8" STORM DRAIN DOWN FROM IWH-1 IWH-1

CONTINUATION SECOND FLOOR 3" GAS
PIPING
DOWN
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CHEMICAL FEED PLUMBING PLAN
SCALE: 1 /8" = 1'-0" Z
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Des gned By JWM

SCALE: 1 /8" = 1'-0"

KEY PLAN
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Bar Measures 1 inch


