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NOTES:

O

1. BULK TANK FILL STATION SHALL INCLUDE DRIP CONTAINMENT, DIGITAL LEVEL INDICATOR WITH HIGH
LEVEL AND HIGH-HIGH LEVEL ALARMS AND A HORN AND SIREN WITH ALARM SILENCE PUSH BUTTON.

2. CORROSION INHIBITOR FEED PIPING LOCATED OUTSIDE OF CONTAINMENT AREAS SHALL BE INSTALLED
O WITH DOUBLE CONTAINMENT AND LEAK DETECTION.

3. CONTAINMENT AREA FLOORS SHALL BE SLOPED TO SUMPS.
4. MAKE-UP WATER SUPPLY PROVIDED FOR FLUSHING THE CHEMICAL FEED LINES.
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Bar Measures 1 inch


