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FUTUREALUMTOFUTURE
PRETREATMENT STATIC MIXER

FUTURESPAREALUMTOFUTURE

1" NaOCl IN DUAL CONTAINMENT
PIPING TO PRETREATMENT
STATIC MIXER

1" RAW WATER SAMPLE LINE (TO LAB, 1" DOSED WATER SAMPLE LINE (TO LAB, z
CONTINUOUS DISCHARGE) CONTINUOUS DISCHARGE)

2" PW FLUSHING WATER SUPPLY
SEE SECTION E, DWG D-2312

1" AIR TO FLOC BASINS FOR CONTINUATION

STACKED PIPE FUTURE NaOCl TO FUTURE
SUPPORT (TYP) D-9504 PRETREATMENT STATIC MIXER

FUTURENaOH TOFUTURE
PRETREATMENT STATIC MIXER

FUTURE NaOCl TO FUTURE
FILTER INFLUENT CHANNEL

1" NaOCl IN DUAL CONTAINMENT
PIPING TO FILTER INFLUENT
CHANNEL

PRETREATMENT STATIC MIXER
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1" DOSED WATER
SAMPLE TO LAB 1" SAMPLE FROM DISINFECTANT 1" AIR TO PNEUMATIC STACKED PIPE 1" AIR TO PNEUMATIC

CONTACT BASIN TO LAB ACTUATED VALVES SUPPORT (TYP) D-9504 ACTUATED VALVES IN FILTER
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SEE SECTION A/D-2311
FOR CONTINUATION

PIPE SUPPORT 1" NaOCl IN DUAL CONTAINMENT FUTURE NaOCl TO
(TYP) D-9503 PIPING TO FILTER INFLUENT FUTURE FILTERS
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ACTUATED VALVES ROOM
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