
1 2 3 4 5 6 7

E 42-P-1 42-P-2 42-P-3 42-P-4 42-P-5 42-P-6

(FUTURE) (FUTURE) (FUTURE)

HIGH SERVICE PUMP ROOM

MCC ROOM

40' - 0"

CONCRETE SADDLE PIPE
SUPPORT (TYP)

42" FLEXIBLE SLEEVE
COUPLING

42" MAGNETIC
FLOWMETER

(C/L ELEV = 600.00)
42-FE-1
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15' - 0"

42" FLANGE 42" MJ BUTTERFLY VALVE

ADAPTER 42-BFV-7 48" FINISHED WATER MAIN
COUPLING

-- - . - -- - SEE DWG D-0101
... ... ....... ....... ...... ....... . ...... ... .... ..... ...... ....... ....... FOR

._ _ _ _ CONTINUATION

LADDER ACCESS 4R U ER

12' x 8' x 9'-3" DEEP PRECAST 48" MJ
CONCRETE VALVE VAULT. BEND 22.5
SEE STRUCTURAL DWGS
(TOP ELEV 606.00').
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36" DUAL OVERLOW PIPES.
SEE YARD PIPING FOR
CONTINUATION.

FINISHED WATER C/L PIPE
STORAGE PUMPING

D-4302

C/L PIPE

6'-0"x6'-0" SLUICE GATE
D 40-BFV 4 |-- W/ HAND-CRANK ACTUATOR

.....a n... .... ..... 6'-0"x4'x0" DOUBLE LEAF

48" MJ BEND 90
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C
1 SAMPLE LINE
TO CHLORINE DISINFECTANT

1" SAMPLE 14 0
LINE TO

LABORATORY

ROOF VENT (TYP 4)

B

o

e 48" MJ BUTTERFLY
VALVE (TYP 2)

40-BFV-3 D- SAMPLE PUMP VAULT

48" MJ
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A

OR °'° OVERALL PLAN
CONTINUATION A SCALE: 1/8" = 1'-0"
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WATER-TIGHT AL ACCESS HATCH.
PROVIDE WALL-MOUNTED ACCESS

LADDER (TYP)
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40-SG-1

10'-0" WEIR GATE
W/ HAND-CRANK ACTUATOR
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Bar Measures 1 inch


