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VALVE & PIPE ACCESSORY SCHEDULE VALVE & PIPE ACCESSORY SCHEDULE
NUMBER DESCRIPTION TAG NUMBER COMMENTS NUMBER DESCRIPTION TAG NUMBER | COMMENTS

1 48" MJ BUTTERFLY VALVE W/ VALVE BOX 40-BFV-3 18 20" FLOW CONTROL BALL VALVE 42-BV-2
2 48" MJ BUTTERFLY VALVE W/ VALVE BOX 40-BFV-4 19 20" FLOW CONTROL BALL VALVE 42-BV-3
3 3" WELL SERVICE ARV 41-ARV-1 20 20" FLOW CONTROL BALL VALVE 42-BV-4 FUTURE

B 1" SAMPLE LINE TO 4 16" FLG SWING CHECK VALVE 41-CV-1 21 20" FLOW CONTROL BALL VALVE 42-BV-5 FUTURE

CHLORINE ANALYZER 5 16" FLG BUTTERFLY VALVE 41-BFV-1 22 20" FLOW CONTROL BALL VALVE 42-BV-6 FUTURE
o 6 24" FLG BUTTERFLY VALVE 41-BFV-2 23 20" FLG BUTTERFLY VALVE 42-BFV-1

7 24" FLG CONTROL VALVE 41-PRV-1 24 20" FLG BUTTERFLY VALVE 42-BFV-2

8 16" FLG BUTTERFLY VALVE ........................ ....... 4hBFV-4....... .........FUTURE........ ........... ..........25.......... .20' .FLG BUTTERFLY.VALVE................................. .......42-BFV-3

9 16" FLG CONTROL VALVE 41-PRV-2 FUTURE 26 20" FLG BUTTERFLY VALVE 42-BFV-4

40-BFV-4

O

10 24" FLG BUTTERFLY VALVE 41-BFV-3 27 20'A FLG BUTTERFL¥ VALVE 42-BFV-5
Md 11 3" WELL SERVICE ARV 42-ARV-1 28 20" FLG BUTTERFLY VALVE 42-BFV-6 -

12 3" WELL SERVICE ARV 42-ARV-2 29 42" MAGNETIC FLOW METER 42-FE-1
13 6" WELL SERVICE ARV 42-ARV-3 30 42" MJ BUTTERFLY VALVE 42-BFV-7
14 6" WELL SERVICE ARV 42-ARV-4 FUTURE 31 4" FLG BUTTERFLY VALVE 42-BFV-8
15 6" WELL SERVICE ARV 42-ARV-5 FUTURE 32 4" FLG BUTTERFLY VALVE 42-BFV-9
16 6" WELL SERVICE ARV 42-ARV-6 FUTURE 33 8" GATE VALVE 42-GV-1
17 20" FLOW CONTROL BALL VALVE 42-BV-1

1 INSTALL 6" ARV DRAIN PIPING FOR FUTURE c-- .
PUMPS 42-P-4, 42-P-5 AND 42-P-6.
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