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EQUIPMENT PAD DETAIL PIPE SUPPORT - POST W/ BASE

3" (TYP) -- P GROUT

- EQUIPMENT BASE (TYP)

(4) #4
L _ _ J DOWELS

2" PROCESS CHEM
PIPING (TYP)

O

C

B-LINE BFV2000 SERIES
B-LINE B22 NON-METALLIC PIPE CLAMP

CHANNEL STRUT W/ STOP-LOCK KIT (TYP)

# 5 CONT ON ALL SIDES

SECTION

EQUIPMENT BASE
AS SUPPLIED BY
MANUFACTURER

T|--

B-LINE BFV280SQ
NON-METALLIC
POST BASE

LENGTH

©

D

CHEMICAL INJECTION ASSEMBLY PIPE SUPPORT - WALL (VERTICAL)

PROCESS PIPE. SEE
DWGS FOR SIZE

D/3

OVERSIZED FLANGED OUTLET

316 SST BLIND FLANGE W/ THREADED
TAP FOR INJECTION ASSEMBLY

CHEMICAL INJECTION
ASSEMBLY, SEE NOTE 2

CHECK VALVE (TRU-UNION)

SURE
VALVE W/
UNION

TRU-UNION

NON-METALLIC
PIPE SUPPORT

SEE PLANS FOR PIPE
SIZE AND LOCATION

BUILDING WALL
OR COLUMN

STEEL RISER CLAMP
B-LINE B3373 OR
EQUAL.

(2)-GALVANIZED STEEL WELDED
BRACKETS. ONE ON EACH SIDE
OF PIPE. BRACKETS SIMILAR TO

SLAB-ON-GRADE B-LINE B3066, B3067

I ! egg
U s W

BID SL_ T

NOTES:
1. DETAIL DEPICTS GENERAL LAYOUT. SEE PLANS FOR PIPE SIZES AND INJECTION

ORIENTATION.
2. SOLUTION DIFFUSER ASSEMBLY SHALL INCLUDE THE SOLUTION TUBE, NPT BRASS

CORP STOP SIZED FOR PASSAGE OF THE SHOWN SOLUTION TUBE ADAPTER,
PACKING NUT, SST SAFETY CHAIN AND RESTRAIN HOOK AND BALL CHECK VALVE.
SOLUTION DIFFUSER SHALL BE RATED FOR 150 PSI AND MANUFACTURED BY
SAF-T-FLO OR ENGINEERED APPROVED EQUAL. ALL COMPONENTS IN CONTACT W/
CHEMICAL SHALL BE SCHEDULE 80 PVC.

TYPE 304 STAINLESS STEEL CONCRETE
ANCHOR (NUMBER AND SIZE TO BE
DETERMINED IN FIELD)

NOTE:
1. USE SST WHERE CALLED FOR ON PLANS.

1 DETAIL 2 DETAIL 3 DETAIL 4 DETAIL
SCALE: NTS SCALE: NTS SCALE: NTS SCALE: NTS
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PIPE SUPPORT EMEMIEEE RIDE HERElBN

ca

WALL PENETRAT ON - CONCRETE (FLOOR)

O

o U-BOLT
æ

SEE PROCESS DWGS
FOR PIPE SIZE, CL

C ELEVATION AND PIPE
SUPPORT LOCATION

1/2" PLATE

z
FINGER TIGHT W/
DOUBLE NUT

3/16

HSS 8x8x3/8

|--
Z l I

3/4" Ø SST EXPANSION
ANCHORS, EMBED 4-3/4"

5/16 1'-3" x 1'-3" x 3/4" THICK
o PLATE

1" - 2" GROUT

LLI

°- 5 DETAIL
SCALE: NTS

2" BALL VALVE
(TYP)

3"x2" REDUCER WELD 2" SCH 80 SST
COUPLING (TYP) PIPE EA SIDE (TYP EA

FILL STATION BOX)
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CONNECT

1-1/2" SCH 80 SST PIPE
TO SLIDE INSIDE 2"

- - - -- - - PIPE FOR HOSE
- - - - - - SUPPORT (TYP)

1'-0" 2'-0" 2'-0" 1'-0"

"L"

NOTE: 6 DETAIL
ALL STAINLESS STEEL SHALL BE TYPE 316.

SCALE: NTS

FILL WIDTH HEIGHT LENGTH
STATION (W) (H) (L)

SINGLE 2'-0" 3'-0" 2'-0"

DOUBLE 2'-0" 3'-0" 4'-0"

TRIPLE 2'-0" 3'-0" 6'-0"

HINGE

2'-0"Lx16"Wx18"H SST
(TYP) HOUSING W/ LOCKED

ACCESS

LOCKING MECHANISM

RETRACTABLE
HOSE SUPPORT

WELDEDSSSTANGLE
SUPPORT W/ U-BOLT

WELDED SST
ANGLE SUPPORT

o

ISOLATION FLANGE

HYDROSTATIC PIPE WALL
ENCLOSURE, LINK-SEAL __ __ z

OR EQUAL O z

FIN FLOOR

Lu

LLI

SEEPAGE RING STANDARD WEIGHT SST
PIPE SLEEVE. SIZE AS
RECOMMENDED BY MFR

"A" PASSING PIPE
SEE TABLE

Lu LU

NOMINAL NOMINAL -
PIPE SIZE PIPE SIZE F 1 LLI

(IN) (IN)DIA (IN) DIA (IN) L O
2 4 16 23-1/2

2-1/2 7 18 25

3 7-1/2 20 27-1/2 5 O

4 9 24 32

6 11 30 38-3/4 -

8 13-1/2 36 46

10 16 42 53

12 19 48 59-1/2
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7 DETAIL
SCALE: NTS

D-9505
O

Bar Measures 1 inch


