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KEYED NOTES: o

1 PROVIDE INSULATED BACKING ON uj
ALL THER MOSTATS MOUNTED ON Z
EXTERIOR WALLS.

2 MOUNT ELECTRIC RADIANT HEATER
AT OPTIMUM ANGLE TOWARD
FLOOR TO MAXIMlZE FLOOR
HEATING COVERAGE.
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L-5-1-
1500 CFM

22"x44"
3 3 SQ FT F A

1 ERH-5-1 ERH-5-2

-L-5-2
1500 CFM
22"x44"

. 2 2 3.3 SQ FT F.A.

GENERAL NOTES:

1. SEE ARCHITECTURAL ELEVATIONS
FOR LOUVER AND EXHAUST FAN
PLACEMENT.

2. ALL INTAKE LOUVERS SHALL BE
PROVIDED WITH LOW-LEAKAGE
MOTORIZED DAMPERS.
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THICKENED SLUDGE PUMP STATION HVAC PLAN
SCALE: 1/4" = 1'-0"
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Project No. 200-11740-10003
A

SCALE: 1/4" = 1'-0"

- - M-5101
' 0' 2' 4' 8' 16'

Bar Measures 1 inch


