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KEYED NOTES:
PROVIDE FIRE RATED FLUSH MOUNT FLOOR BOXES HUBBELL SCRUBSHIELD OR EQUAL.
FOR DATA USE FURNITURE FEED SERIES

COORDINATE RECEPTACLE TO MINIMlZE CORD EXPOSURE

PROVIDE FIRE RATED FLOOR PENETRATIONS EXTEND CONDUIT INTO CORNER OF
CABINET BASE MOUNT RECEPTACLES ON BACK OF CABINET

ELECTRICIAN TO INSTALL LOUVER, SHIPPED HOOD LIGHT, LIGHT SWITCH AND EXHAUST
FAN SWITCH
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BID SET

NOTE:
1 SEE ARCHITECTURAL PLANS FOR FIRE RATED WALLS PROVIDE FIRE PUTTY PADS

ON ALL OUTLET AND DEVICES BOXES IN RATED WALLS
2 FIRE ALARM DEVICES SHOWN AS REFERENCE, COORDINATE WITH OWNERS FIRE

ALARM CONTRACTOR FOR CONDUIT ROUTING AND BOX LOCATIONS
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