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LP-B4 GROUND
BUS

TO GROUND RING ELP-3(1,3,5)

#4/0, THERMITE WELD
ELP-3(8,10,12) ELP-3(13,15,17) ELP-3(7,9,11)

ELP-3(14) WTP-PP-2A2

3/4"C (3#12) ELP-3(2,4,6)

ELP-3(16)

3/4"C (3#12)

3/4"C (5#12)
(TYP. FOR ELEC
RM 3-P, 20AMP

WTP-AC-2 RECEPTACLES)

WTP-BS WTP-PP-2B

TELEPHONE WOOD BACKBOARD
4'Wx8'Hx3/4" GRADE BC PLYWOOD. PAINT
WITH TWO COATS OF FIRE RETARDANT COORDINATE LOCATION AND
WHITE PAINT. COMMUNICATION AND PROVIDE FIRE PENETRATION

WTP-ACD-2 SIGNAL CONDUIT SYSTEM SUBMITTAL FOR
STUB-UP AREA APPROVAL.

ELP-3(1

3/4"C (3#12)

PLAN
SCALE: 3/4"=1'-0" NOTE:

1. PROVIDE QUANTITY 50 BLUE, 3 METER CAT6 PATCH CABLES (FOR CONTROL
NETWORK)

2. PROVIDE QUANTITY 50 GRAY, 3 METER CAT6 PATCH CABLES (FOR BUSINESS
NETWORK)

3. PROVIDE QUANTITY 50 ORANGE WITH BLUE STRIPED ENDS, 3 METER
MULTI-MODE PATCH CABLES (FOR CONTROL NETWORK)

4. PROVIDE QUANTITY 50 YELLOW WITH GRAY STRIPED ENDS, 3 METER
SINGLE-MODE PATCH CABLES (FOR CONTROL NETWORK)

5. PROVIDE CROSS CONNECT BETWEEN WTP-PP-2A2 AND WTP-BS.
6. PROVIDE CROSS CONNECT BETWEEN WTP-PP-2B AND WTP-CS.
7. SEE SHEETS E-9518 AND E-9520 FOR CABLE TRAY DETAIL.
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