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GROUND BUS

1" C(PULL STRING)

1" C(PULL STRING)

1" C(PULL STRING)

3/4" C(10#14)
MVSG-A

1" C(3#12,1#12)

30A

-2"C & 2-3/4"C(PULL-STRING)

3/4" C(10#14)

2" C(3#2,1#6)
2" C(2#12)

LP-C
3/4" C(2#12)

SIZE PER
MANUFACTURERS
RECOMMENDATION

5 HP INLINE COOLING WATER PUMP #4 (FUTURE)

5 HP INLINE COOLING WATER PUMP #3 (FUTURE)

5 HP INLINE COOLING WATER PUMP #2 (FUTURE)

5 HP INLINE COOLING WATER PUMP #1

STUB OUT AND CAP AT FUTURE RADIATOR LOCATION

50 HP VERTICAL RADIATOR FAN#4 (FUTURE)

50 HP VERTICAL RADIATOR FAN#3 (FUTURE)

50 HP VERTICAL RADIATOR FAN#2 (FUTURE)

50 HP VERTICAL RADIATOR FAN#1

LP-D (30 KVA)
LIGHTING PANEL

MCC D
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SCALE: N/A
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COOLING WATER PUMP
WIRING DIAGRAM TYP. GENSETS 1-4
SCALE: N/A

NOTES:
1. CONTROLS AND MONITORING TO BE

PROVIDED BY CONTROLLER IN MVSG-A.
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RADIATOR FAN
WIRING DIAGRAM TYP. GENSETS 1-4
SCALE: N/A

NOTES:
1. CONTROLS AND MONITORING TO BE

PROVIDED BY CONTROLLER IN MVSG-A.
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