
1 2 3 4 5 6 7

FROM LINE XX (24V+) FROM LINE XX (24V+) FROM LINE XX (24V+)

SIEMENS SIEMENS SIEMENS
DQ 16x240VDC/0.5A Al 8xU/1/RTD/TC ST Al 8xU/1/RTD/TC ST

13°° SLOT: 19 134° SLOT: 20 138° SLOT: 21F--- 12M l----- 12M
I I I I ou u.

F 1301 IN 0 CR SPARE 1341 4 - IN 0 1381 - IN 0

1302 1342 - IN 0 1382 - IN 0

0 20 20 + 23 23 +
l Æ-1 FIT-1 _ INFLUENT FLOW (20-FIT-1) _3 ALUMINUM BULK

13°³ IN 1 CR SPARE 1343 | - IN 0 1383 | - IN 0 ORAGE TANK LEVEL (23-LIT-3)

(FUTURE) O
1304 1344 - IN 0 1384 - IN 0

1305 IN 2 CR SPARE 1345 - IN 1 1385 - IN 1

1306 1346 - IN 1 138e I O - ®lN 1

BLOWER BLOWOFF I WE-2 l..lT-2 FLUORIDE DAY TANK SCALE SODIUM HYDROXIDE
1307 IN 3 CR VALVE OPEN/CLOSE 1347 | · - IN 1 (° '°° ) 1387 | | · - IN 1 STORAGE TANK LEVEL (25-LIT-1)

(22-BFV-3) (0 14)

E 1308 1348 - IN 1 1388 - IN 1

1309 IN 4 CR SPARE 1349 4 - IN 2 1389 - IN 2

I E-5 N-5 BASIN LEVEL (21-LIT-5) SODIUM HYDROXIDE
1311 IN5 CR SPARE 1351 I I - IN 2 (0-18FT) 1391 I I - IN2 ORAGETANKLEVEL(25-LIT-2)

I I I I
13 12 1352 O - ® IN 2 1392 O - ® IN 2

1313 IN 6 CR SPARE 1353 - IN 3 1393 - IN 3

13 14 1354 I I O - ® IN 3 1394 O - @ IN 3
0 1 24 24 + 26 26 +

D _ _ SODIUM HYPOCHLORITE POLYPHOSPHATE BULK
13 15 IN 7 CR SPARE 1355 I I · - IN 3 STORAGE TANK LEVEL (24-LIT-1) 1395 I I · - IN 3 STORAGE TANK LEVEL (26-LIT-1)

(0-14 ft) (0-14 FT)

13 17 1357 1397

13 18 1358 1398

13 19 IN 8 CR SPARE 1359 1399

1321 IN 9 CR SPARE 1361 - IN 4 14°1 *- IN 4

,322 4 7 ,3e2 . _ ,402 o . _ IN 4

0 1 24 24 + 27 27 + 5
_p g_p SODIUM HYPOCHLORITE HYDROFLUOSILICIC ACID BULK

13 23 IN10 CR SPARE 1363 I I · - IN 4 STORAGE TANK LEVEL (24-LIT-2) 1403 I I - IN 4 STORAGE TANK LEVEL (27-LIT-1)
(0-14 FT) (0-14 FT)

71324 13e4 - IN 4 14°4 O - @ IN 4

1325 IN11 CR SPARE 1365 - IN 5 1405 - IN 5

1326 1366 - IN 5 140e RCP5 RCP5 + O - @lN 5 WTP-RCP-5PANEL
_3 _3 SODIUM HYPOCHLORITE TEMPERATURE - - · - ---- -

13 27 IN12 CR SPARE 1367 - IN 5 ORAGE TANK LEVEL (24-LIT-3) 1407 - · - IN 5 (32-120 F)

(FUTURE)
13 28 13e8 O - @ IN 5 14°8 - IN 5

1329 IN2 CR SPARE 1369 4 - IN 6 14°9 - IN 6 Z

1330 1370 I I O - @ IN 6 141° O - @ IN 6
1 23 23 + | 20 20 + RAW WATER F-

ALUMINUM BULK I E-3 M-3 TURBIDITY J [C O
1331 IN14 CR SPARE 1371 I I - IN 6 ORAGE TANK LEVEL (23-LIT-1) 1411 (20-AIT-3)

1332 1372 - - IN 6 1412 O - @ IN 6 Z

1333 IN15 CR SPARE 1373 - IN 7 1413 - IN 7

1334 1374 I O - @ IN 7 ¹4¹4 O - @ IN 7

I E-2 UT-2 _ ALUMINUM BULK _4 _4 (20-AIT-4)
A 1335 1375 - IN 7 ORAGE TANK LEVEL (23-LIT-2) 1415 - IN 7 Designed By: CSW

1336 1376 1416 CSWL _ _ _ __ _ _ __ _ _ __ J O *- IN 7 L __ _ _ __ _ _ __ _ _ _J - IN 7 Checked By: DAB

24" + 24 / - 24\ ' + 24 / - 24\ ' + 24 / -
O

o

Bar Measures 1 inch


